
ULTRAFL0   2000

ULTRAFL0   2000

ENTER PASSWORD

_

MAIN MENU 

Quick Start

View/Edit Site 

Setup sensors

Calibrate 4-20mA

Read flow

DIMENSION

Millimeters

Inches

PIPE OD

mm/inches    _

2%

WALL  THICKNESS

mm/inches    _

Quick Start (setup)

1.

2.

3.

4.

5.

6.

ULTRAFLO 2000
Transit time flow meter

7.



8.

9.

10.

11.

7.

WALL

Mild Steel

S'less Steel 316

S'less Steel 303

Plastic

Cast Iron

Ductile Iron

Copper

Brass

Concrete

Glass

Other (m/s)

WALL

Steel

Rubber

Glass

Epoxy

Concrete

Other (m/s)

FLUID

Water

Glycol 50

Lub oil

Diesel oil

Freon

Other (m/s)

FLUID TEMP

° C         _

Oil?
H2O?

Aprox. max flow

****l/m

****l/s

****g/m

****kg/h

****Usg/m

****Uskg/h

****m3/h

****m3/m

****m3/s

****m/s

****ft/s

Attach sensors

REFLEX Sep*mm/in

l/m      0.00

l       000.0

LINING THICKNESS

mm/inches    _

Fe?
Cu?

8.b



ULTRAFLO 2000
Transit time flow meter

ENTER PASSWORD

_

FUNCTIONS

Display L/M

Setup 4-20mA

Pulses/set point

Cutoff m/s 0.05

Set zero flow

Reset total flow

Damping 5

Cal factor 1.000

Diagnostics

Save and exit

4-20mA (setup)

1.

2.

3.

l/m      0.00

l       000.0

SETUP 4-20MA

mA out 0.00

Output OFF

Units L/M

Max. 1000

Min. 0.00

mA on error 22.0

Exit

4.
OUTPUT

OFF

4-20mA

0-20mA

0-16mA

5.



6. SETUP 4-20MA

Max      1000
OUTPUT

MAX        _

7. SETUP 4-20MA

Min       000
OUTPUT

Min        _

8. SETUP 4-20MA

mA on error 22
OUTPUT

mA on error __

9. SETUP 4-20MA

Exit

SETUP 4-20MA

mA out 0.00

FUNCTIONS

Pulses/set point

5. SETUP 4-20MA
Units L/M

Max. 1000

Min. 0.00

mA on error 22.0

Exit

mA out 0.00

Output OFF

UNITS

l/s

l/m

Ml/d

g/m

kg/h

Usg/m

Uskg/h

m3/h

m3/m

m3/s

m/s

ft/s

KW

KCal/h

MJ/h

MJ/m

KJ/m

KJ/s

Temp

Pulses/set point (setup)
3.

3.



ULTRAFLO 2000
Transit time flow meter

ENTER PASSWORD

_

FUNCTIONS

Display L/M

Setup 4-20mA

Pulses/set point

Cutoff m/s 0.05

Set zero flow

Reset total flow

Damping 5

Cal factor 1.000

Diagnostics

Save and exit

Pulses/set point (setup)

1.

2.

3.

l/m      0.00

l       000.0

PULSES/SET POINT

Units     L/M

Output    OFF

l/pulse

Set point

Exit

4.

5.

UNITS

l/s

l/m

Ml/d

g/m

kg/h

Usg/m

Uskg/h

m3/h

m3/m

m3/s

m/s

ft/s



5. PULSES/SET POINT

Output  OFF

      PULSES

      SET POINT

OUTPUT

OFF

Pulses

Set point

3.

6. PULSES

l/pulse   1000 6. SET POINT

Set Point  1000

7. PULSES/SET POINT

Exit 4. PULSES/SET POINT

Units     L/M

Output    OFF

l/pulse

Set point

Exit

FUNCTIONS

Cutoff m/s 0.05

Set zero flow

Reset total flow

Damping 5

Cal factor 1.000

Diagnostics

Save and exit

Display L/M

Setup 4-20mA

Pulses/set point

3.

FUNCTIONS

Cutoff m/s 0.05

Set zero flow

Reset total flow

Damping 5

Cal factor 1.000

Diagnostics

Save and exit

Display L/M

Setup 4-20mA

Pulses/set point

1. l/m      0.00

l       000.0



ULTRAFL0   2000

ULTRAFL0   2000

ENTER PASSWORD

_

MAIN MENU 

Quick Start

View/Edit Site 

Setup sensors

Calibrate 4-20mA

Read flow

View Site Data (check parameters)

1.

2.

3.

ULTRAFLO 2000
Transit time flow meter

VIEW/EDIT SITE

Dimension mm/in

VIEW/EDIT SITE

Pipe OD     _

VIEW/EDIT SITE

Wall thickness _

VIEW/EDIT SITE

Lining thick  _

VIEW/EDIT SITE

Wall    _

VIEW/EDIT SITE

Wall    _

VIEW/EDIT SITE

Lining      _

VIEW/EDIT SITE

Fluid     _

VIEW/EDIT SITE

Fluid °C _

VIEW/EDIT SITE

Read flow  _

Aprox max flow

****l/m

Attach sensors

REFLEX Sep xxmm

l/m      x.xx

4.

5.

6.

7.

8.

9.

10.

11.

12.

13.

14.

15.

16.


